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TOTAL
MRI CUBUS CONNECTED
SYMBOLS SCHEDULE PANELBOARD: (EXISTING) |VOLTAGE:  480Y277V/30/4W |RATING:  400A  [MAN: MLO VA 289,900
TSUL.
EQUP. GND.
ROOM \ |MFG AND GND. cu TOTALAZ. 96,600
SYMBOL DESCRIPTION SYMBOL DESCRIPTION SYMBOL DESCRIPTION LOCATION: 1188-0 TYPE: EXISTING CUBUS: YES BUS: NO
- TVITNTVIOTVT
ALC. TOTAL B@: 96,180
O FLUORESCENT LIGHTING OUTLET - CEILING & /ht»i\ BRANCH CIRCUIT IN CONDUIT - HOT LEG, SWITCH RATINGS FED
MOUNTED RECEPTACLE LEG, NEUTRAL, AND EQUIPMENT GROUND MOUNTING: SURFACE |ENCLOSURE: NEMA 1 EXISITING  |FROM: EXISTING TOTALCZ: 97,120
] = _ ] LOAD (VA) SERVES o1 | OR [ CR T o Tecmyes LOAD (VA
E EMERGENCY LIGHTING OUTLET - CEILING DUPLEX RECEPTACLE - EMERGENCY BRANCH CIRCUIT HOMERUN - PANEL & CIRCUIT 0 | B2 | co o, | No w1 80 | oo
MOUNTED ) -~ ™\ | NUMBER INDICATED 2770 T2
O INCANDESCENT, COMPACT FLUORESCENT, OR HID GFwp | DUPLEXRECEPTACLE - GROUND FAULT EMERGENCY CIRCUIT IN 2770 =XISTING CRU-A 35 S g 60| TVSS *
LIGHTING OUTLET - CEILING MOUNTED & INTERRUPTING AND WEATHER-PROOF TYPES AS CONDUIT 2770 5
INDICATED ON PLANS Bt 7 | 8 it
DUPLEX RECEPTACLE MOUNTED ABOVE COUNTER 25000 EXISTING 125A CIRCUIT % 3125 9 | 10 |3/100RFIP CABINET & 25000
O | hipumescenr conpncr eoneceat. onto B | T vemm woTNG LT m | e o e
ARCHITECTURAL DRAWINGS . 13 14 1967
11084 EXISTING MRI CHILLER % 360 15 | 16 |315[CU1% 1967
FLUORESCENT STRIP SMOKE
—O— | Focune 4 QUADRAPLEX RECEPTACLE S oR preven TR 1967
8023 19 | 20 914
SPECIAL PURPOSE OUTLET - NEMA
FLUORESCENT STRIP FIXTURE - N NURSE CALL DOME 8023 NEW MR CHLLLER 3/40| 21 | 22 | 3/15|HEAT EXCHANGER & 914
—C— EMERGENCY d I(KI%IE\?ESAHON (VOLTAGE, AMPACITY) e 8023 TR 912
1994 25 | 26 6500
S SINGLE-POLE ® FLOOR MOUNTED & NURSE CALL CODE 1994 NEW CRU-1 340[ 27 | 28 |3/30 |AHU-1 % 6500
SWITCH JUNCTION BOX cB BLUE 1994 29 | 30 6500
3248 3| 32 6500
SINGLE-POLE SWITCH - EMERGENCY CIRCUIT NURSE CALL STAFF 3248 NEW CU-1 % 3/20| 33 | 34 |3/30|REC- MAGNETRAMP-UP TOOL 6500
E Se SWITCHED (] CEILING MOUNTED JUNCTION BOX Nl sg STATION 3248 % 5500
3,600 37 | 38 [1/20[SPARE %
S, DIMMER CONTROL NONFUSED DISCONNECT SWITCH - SIZE 3180 PANEL LMRI VIA 30KVA 340 39 | 40 |1/20|SPARE %
‘. NOTED ON PLAN ' TRANFORMER #
SWITCH 4,120 41 | 42 | 1/20 |EXSTING 20A CRCUT %
NOTE! % EXISTING CIRCUIT AND CIRCUIT BREAKER TO REMAIN IN PLACE
v éﬂ";_'ggagﬁggbﬁgggifgg ggllf/lFI{DLCJ)'IL'JETIR:EOTU-TVIYIIE-;% — SURFACE MOUNTED PANEL BOARD & REMOVE EXISTING 1-POLE, 20A CIRCUIT BREAKERS, AND REPLACE WITH NEW CIRCUIT BREAKER AS INDICATED.
+ REMOVE EXISTING 1-POLE, 20A CIRCUIT BREAKERS, AND REPLACE WITH NEW TIME DELAY CIRCUIT BREAKER AS INDICATED.
. DASHED INDICATES °
© | pmovcomes wr | seove e ioon
ER RELOCATED NON-SWITCHED
TOTAL
LMRI CUBUS CONNECTED
PANELBOARD: (EXISTING) |VOLTAGE:  208Y120V/3¢/4W |RATNG:  100A  |MAN: 100A/3P MCB VA 10,900
ISUL.
EQUP. GND.
ROOM \ |MFG AND GND. cu TOTAL AQ: 3,600
LocATION:  (1188-02 ) | TYPE: EXISTING CUBUS: YES BUS: NO
MNIMUM TOTAL B@: 3,180
— ALC. FED EXISTING 30 KVA
MOUNTNG: SURFACE |ENCLOSURE: NEMA 1 |[RATNGS:  EXISITING  |FROM: TRANSFORMER  |TOTAL C@: 4,120
LOAD (VA) CR. | CR. LOAD (VA)
5T 8o | cp|SERVES PT | o | o, | P [SERVES TR R
700 EF-6 1/4HP % 120 1 | 2 [1/20|REC-41 % 1000
1000 LIGHT - AHU-1 % 120] 3 | 4 [1/20|REC-MB3 42 % 1000
1000 |EXISTING 20A CRCUIT % 120 5 | 6 |1/20|HEATER MECHROOM % 1500
1000 HVAC CONTROLS - MB3 % 1220 7 | 8 |1/20|GFCI- MRICONF ROOM/REC PROJ {
SPARE % 120 9 | 10 |1/20 |SPARE
SPARE % 120 | 11 | 12 |1/20 |SPARE %
SPARE % 120 | 13 | 14 |1/20 |SPARE *
SPARE % 120 | 15 | 16 | 1/20 |SPARE %
180 |REC - EXTERIOR 120 | 17 | 18 |1/20 |SPARE %
SPACE 120 | 19 | 20 |1/20|SPARE %
SPACE 120 | 21 | 22 |1/20 |EF-1 460
SPACE 1/20 | 23 | 24 | 1/20 |REC-MRIEQUPMENT ROOM 720
SPACE 120 | 25 | 26 | 1/20 |REC-MRISCANROOM 900
SPACE 1/20 | 27 | 28 | 1/20 |REC-MRICONTROL ROOM 720
SPACE 120 | 29 | 30 |1/20 |REC - MRICONTROL ROOM 720
% UNUSABLE SPACE 1/20 | 31 | 32 |1/20 |[UNUSABLE SPACE
UNUSABLE SPACE 1/20 | 33 | 34 |1/20 |UNUSABLE SPACE
UNUSABLE SPACE 1/20 | 35 | 36 |1/20 |UNUSABLE SPACE
NOTE: 37 | 38 |1/20 |UNUSABLE SPACE
THE CLOUDED CHANGES HAVE BEEN MADE AT THE REQUEST OF MAIN CIRCUIT BREAKER % 3/100] 39 | 40 |1/20 |UNUSABLE SPACE
THE VA ENGINEERING OFFICE. THE A/E TEAM HAS NOT BEEN 41 | 42 [1/20 |UNUSABLE SPACE
PROVIDED WITH OR REVIEWED ANY VENDOR EQUIPMENT OR NOTE! % EXISTING CIRCUIT AND CIRCUIT BREAKER TO REMAIN IN PLACE
o +
DOCUMENTS COMPLETED IN 2011. THE VA AND CONTRACTOR °
SHALL BE RESPONSIBLE FOR ALL EQUIPMENT COORDINATION.
TOTAL
2E1A CUBUS CONNECTED
PANELBOARD: (EXISTING) |VOLTAGE:  208Y120V/3¢/4W |[RATNG:  225A  |MAN: MLO VA 21,450
TOUL.
EQUP. GND.
ROOM \| [MFG AND GND. o TOTAL A: 6,770
Df LOCATION:  (1108-02/ |TYPE: EXISTING CUBUS: YES BUS: NO
MINIMUM TOTAL BO: 6,900
AlC. FED PANEL 2-1E
MOUNTING:  SURFACE |ENCLOSURE: NEMA 1 |RATINGS: EXISITING FROM: (EXISTING) TOTAL C@: 7,780
LOAD (VA) CR.| CR. LOAD (VA)
5 B | cg | ERVES PT | o | no. | P |SERVES 5 @ &
400 RECS -MRH % 1720 | 1 | 2 [1/20|RECS - GFFHT-TAPE-UNDER DECK %| 500
400 RECS-DOORCONTROLMR-1% | 1/20 | 3 | 4 |1/20|RECS-HOLD, 3,39 % 1000
1200 |RECS - E4A, 42 % 1720 5 | 6 [1/20|RECS- CRASH CART % 1000
1200 RECS - 40, 41, MB-3 % 1720 7 | 8 [1/20[RECS-HOLDING - BED 1 % 400
800 RECS - 24, MB-1, 22, 23 % 1720 | 9 | 10 [1/20|RECS-HOLDING - BED 2 % 400
1000 |[RECS - EWC % 120 | 11 | 12 [1/20|SPARE %
800 RECS - 24, 24D, 26 % 1/20 | 13 | 14 [1/20 |AR TERMBOX- EAST % 800
500 MED GAS ALARM % 1/20 | 15 | 16 [1/20|AR TERMBOX- WEST % 1000
500 |HVAC PANEL % 1/20 | 17 | 18 [1/20|AUTO DOORS % 1000
360 RECS - MRF2 SCAN ROOM & 120 19 | 20 SPACE
500 DOOR CONTROL MRF2 ¢ 1/20 | 21 | 22 [1/20 |PHOTOCELL - OUTSIDE LIGHTS % 1000
400 RECS - OFFICE 112 % 120 | 25 | 26 N1/20 KERBONAGNEXNCORIECTOR @ I 20 s a Al
400 LTG - KITCHEN DOCK AREA % 1120 | 27 | 28 SPACE
1330 |LTG - WEST % 120 | 29 | 30 SPACE
1460 LTG - EAST % 120 31 | 32 SPACE
500 LTG - EMER. EGRESS % 1120 | 33 | 34 SPACE
1350 |LTG - MRI43 % 120 35 | 36 SPACE
400 NURSE CALL PANEL % 120 37 | 38 SPACE
400 LTG - CORRIDOR % 120 39 | 40 SPACE
400 [LTG - CORRIDOR % 120 41 | 42 SPACE
NOTE! % EXISTING CIRCUIT AND CIRCUIT BREAKER TO REMAIN IN PLACE
& PROVIDE A NEW 1-POLE, 20A CIRCUIT BREAKER IN EXISTING EMPTY SPACE IN EXISTING PANELBOARD.
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